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THIS PLAN DOES NOT REPRESENT A PROPERTY BOUND SURVEY.

PROVIDE VALVE PIT FOR ALL PUMP CHAMBER ELECTRICAL SPECIFICATIONS:
CONNECTIONS. ~PROVIDE SERVICE DISCONNECT SWITCH AND

A MANUAL OVERRIDE SWITCH FOR THE PUMP. PUMP AND
CONTROLS TO USE TwO INDIVIDUAL CIRCUITS. LOCATE
ALARM PANEL IN CELLAR.

FURNISH AND INSTALL ONE PUMP STATION ITEM NO
PC1000P4W~-1000 GALLON PC SIMPLEX SYSTEM WITH SE411

BARNES PUMP ( NO CONTROLLER) FROM J&R PRE CAST

GENERAL NOTES:

1. ALL CONSTRUCTION SHALL CONFORM TO THE TOWN DOF
SEEKONK BOARD OF HEALTH RULES AND REGULATIONS AND
TITLE S, THE STATE ENVIRONMENTAL CODE.

2. THIS PLAN IS TO BE USED FOR THE CONSTRUCTION OF
THE DESIGN DISPOSAL SYSTEM AND DOES NOT REPRESENT
ACTUAL AS BUILT CONDITIONS UNLESS OTHERWISE NOTED.
3. THE PROPOSED SYSTEM SHOWN HEREON IS NOT DESIGNED
FOR THE USE OF A GARBAGE DISPOSAL AND SAID USE IS
NOT ALLOWED.

4. THE SEPTIC TANK SHOULD BE PUMPED OUT EVERY ONE Ti
TWO YEARS DEPENDING ON USE.

S. ALL BASE AGGREGATE FOR LEACHING STRUCTURES SHALL
CONSIST OF DOUBLE WASHED STONE FREE OF IRON, FINES,
AND DUST IN PLACE.

6. TIGHT JOINT PIPING TO CONSIST OF POLYVINYL CHLORIDI
PIPE (PVC) SCHEDULE 40, UNLESS OTHERWISE NOTED.

7. NO PERMANENT STRUCTURE MAY BE CONSTRUCTED OVER
THE SEPTIC SYSTEM AREA,

8. BEFORE BEGINNING ANY EXCAVATION OR DEMOLITION CALL
‘DIG SAFE’ AT 1-888-344-7233 TO NOTIFY MEMBER
UTILITIES.

9. THE GRADE ABOVE AND ADJACENT TO THE LEACHING
FACILITY SHALL BE SLOPED TO PREVENT THE ACCUMULATIO
OF SURFACE DRAINAGE (2% MINIMUM SLOPE>.

10, THE OVER-DIG AREA @D AS SHOWN HEREON IS TO BE
STRIPPED OF ALL TREES, BRUSH, STUMPS, TOPSOIL, PEAT,
OR OTHER IMPERVIOUS MATERIALS. THE @D)AREA EXTENDS
S5 FEET HORIZONTALLY AROUND THE PROPOSED SYSTEM AND
TO THE DEPTH SPECIFIED. THE REPLACEMENT MATERIAL
SHALL MEET SPECIFICATIONS OF 310 CMR 15255 OF THE
STATE ENVIRONMENTAL CODE.
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